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Sliding Mode Power Control of Variable-Speed Wind
Energy Conversion Systems
Brice Beltran, Tarek Ahmed-Ali, and Mohamed El Hachemi Benbouzid, Senior Member, IEEE
Abstract—This paper addresses the problem of controlling
power generation in variable-speed wind energy conversion sys-
tems (VS-WECS). These systems have two operation regions de-
pending on the wind turbine tip-speed ratio. They are distinguished
by minimum phase behavior in one of these regions and a nonmin-
imum phase in the other one. A sliding mode control strategy is
then proposed to ensure stability in both operation regions and to
impose the ideal feedback control solution despite model uncertain-
ties. The proposed sliding mode control strategy presents attractive
features such as robustness to parametric uncertainties of the tur-
bine and the generator as well as to electric grid disturbances. The
proposed sliding mode control approach has been simulated on a
1.5-MW three-blade wind turbine to evaluate its consistency and
performance. The next step was the validation using the National
Renewable Energy Laboratory (NREL) wind turbine simulator
called the fatigue, aerodynamics, structures, and turbulence code
(FAST). Both simulation and validation results show that the pro-
posed control strategy is effective in terms of power regulation.
Moreover, the sliding mode approach is arranged so as to produce
no chattering in the generated torque that could lead to increased
mechanical stress because of strong torque variations.
Index Terms—Power generation control, sliding mode control,
wind energy conversion system.
NOMENCLATURE
Bg Generator external stiffness (newton meter/radian
second).
Br Rotor external stiffness (newton meter/radian
second).
Cp(λ) Power coefficient.
Cq (λ) Torque coefficient.
Jg Generator inertia (kilogram meter2).
Jr Rotor inertia (kilogram meter2).
Kg Generator external damping (newton meter/radian
second).
Kr Rotor external damping (newton meter/radian
second).
ng Gearbox ratio.
Pa Aerodynamic power (watt).
Pg Generated power (watt).
R Rotor radius (meter).
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Ta Aerodynamic torque (newton meter).
Tem Generator electromagnetic torque (newton meter).
Tg Generator torque in the rotor side (newton meter).
Ths High-speed torque (newton meter).
Tls Low-speed torque (newton meter).
λ Tip speed ratio (TSR).
v Wind speed (meter/second).
ρ Air density (kilogram/meter3).
ωr Rotor speed (radian/second).
ωr Generator speed (radian/second).
I. INTRODUCTION
W IND ENERGY conversion is the fastest-growing energysource among the new power generation sources in the
world and this tendency should remain for some time. Already
now, wind energy is rapidly developing into a mainstream power
source in many countries of the world, with over 60 000 MW of
installed capacity worldwide. Under an advanced wind energy
growth projection, coupled with ambitious energy saving, wind
power could be supplying 29.1% of the world electricity by
2030 and 34.2% by 2050 (Fig. 1) [1].
Harnessing wind energy for electric power generation is an
area of research interest and nowadays the emphasis is on the
cost-effective utilization of this energy aiming at quality and
reliability in the electricity delivery [2], [3]. During the last two
decades, wind turbine sizes have been developed from 20 kW
to 2 MW, while even larger wind turbines are being designed.
Moreover, a lot of different concepts have been developed and
tested [4].
Currently, variable-speed wind energy conversion systems
(VS-WECS) are continuously increasing their market share,
since it is possible to track the changes in wind speed by adapt-
ing shaft speed, and thus, maintaining optimal power generation.
The more VS-WECS are investigated, the more it becomes ob-
vious that their behavior is significantly affected by the control
strategy used. Typically, the VS-WECS use aerodynamic con-
trols in combination with power electronics to regulate torque,
speed, and power. The aerodynamic control systems, usually
variable-pitch blades or trailing-edge devices, are expensive and
complex, especially when the turbines are larger. This situation
provides an incentive to consider alternative control approaches.
The prime control objective of the VS-WECS is not only
power efficiency maximization but also improved dynamic char-
acteristics, resulting in the reduction of the drive train mechani-
cal stresses and output power fluctuations [5]. To achieve power
efficiency maximization, the turbine tip-speed ratio should be
maintained at its optimum value despite wind variations. Never-
theless, control is not always aimed at capturing as much energy
0885-8969/$25.00 © 2008 IEEE
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Fig. 1. Global cumulative wind power capacity [1].
Fig. 2. VS-WECS global scheme.
Fig. 3. WECS drive train dynamics.
as possible. In fact, in above-rated wind speed, the captured
power needs to be limited. Although there are both mechanical
and electrical constraints, the more severe ones are commonly
on the generator and the converter. Hence, regulation of the
power produced by the generator (i.e., the output power) is usu-
ally the prime objective and this is the main objective of this
paper.
II. WIND TURBINE MODELING
The global scheme for the VS-WECS is given by Fig. 2. The
system modeling is inspired from [6] and [7]. Moreover, a fixed-
pitch variable-speed wind turbine, which is considered in this
paper, could be schematically represented by Fig. 3.





πρR2Cp (λ) v3 (1)
where Cp represents the wind turbine power conversion effi-
ciency. It is a function of the tip-speed ratio λ, as well as the
blade pitch angle β in a pitch-controlled wind turbine. λ is de-
fined as the ratio of the tip speed of the turbine blades to wind





TheCp − λ characteristics, for different values of the pitch angle
β, are illustrated in Fig. 4. This figure indicates that there is one
specific λ at which the turbine is most efficient. Normally, a
variable-speed wind turbine follows the Cpmax to capture the
maximum power up to the rated speed by varying the rotor
speed to keep the system at λopt . Then, it operates at the rated
power with power regulation during high-wind periods by active
control of the blade pitch angle or passive regulation based on
aerodynamic stall [9].
The rotor power (aerodynamic power) is also defined by










πρR3Cq (λ) v2 . (5)
According to Fig. 3, the aerodynamic torque Ta will drive the
wind turbine at the speed ωr . The low-speed torque Tls acts as a
braking torque on the rotor. The generator is driven by the high-
speed torque Ths and braked by the generator electromagnetic
torque Tem . Through the gearbox, the rotor speed is increased
by the gearbox ratio ng to obtain the generator speed ωg while
the low-speed torque is augmented.
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Fig. 4. Wind turbine power and torque coefficients [8].
The rotor dynamics together with the generator inertia are
characterized by the following differential equations:{
Jr ω˙r = Ta −Krωr −Brθr − Tls
Jg ω˙g = Ths −Kgωg −Bgθg − Tem
. (6)








It, thus, follows that
Jtω˙r = Ta −Ktωr −Btθr − Tg (8)
where 

Jt = Jr + n2gJg
Kt = Kr + n2gKg
Bt = Br + n2gBg
Tg = ngTem
. (9)
Since the external stiffness Bt is very low, it can be neglected
(the combined inertia of the generator and the rotor is dominat-
ing). This leads to represent the drive train as a single lumped
mass for control purposes [8], [10] (Fig. 5)
Jtω˙r = Ta −Ktωr − Tg . (10)
Fig. 5. Single lumped mass mode of the drive train.
The generated power will finally be given by
Pg = Tgωr . (11)
III. ROBUST CONTROL DESIGN
A. Problem Formulation
Wind turbines are designed to produce electrical energy as
cheaply as possible. Therefore, they are generally designed so
that they yield maximum output at wind speeds around 15 m/s.
In case of stronger winds, it is necessary to waste part of the
excess energy of the wind in order to avoid damaging the wind
turbine. All wind turbines are, therefore, designed with some
sort of power control. This standard control law keeps the turbine
operating at the peak of its Cp curve






where λopt is the optimal tip-speed ratio.
There are two significant problems with this standard con-
trol. The first is that there is no accurate way to determine k,
especially since blade aerodynamics can change significantly
over time. Second, even when it is assumed that k can be ac-
curately determined via simulation or experiments, wind speed
fluctuations force the turbine to operate off the peak of its Cp
curve much of the time. Indeed, tight tracing the maximum Cp
would lead to high mechanical stress and transfer aerodynamic
fluctuations into the power system. This, however, will result in
less energy capture.
The proposed control strategy will, therefore, reduce the neg-
ative effects of both the uncertainty regarding k and the change
in optimal operating point due to turbulence.
To effectively extract wind power while at the same time
maintaining safe operation, the wind turbine should be driven
according to the following three fundamental operating regions
associated with wind speed, maximum allowable rotor speed,
and rated power [11], [12]. The three distinct regions are shown
in Fig. 6, where vmax is the wind speed at which the maximum
allowable rotor speed is reached, while vcutoﬀ is the furling wind
speed at which the turbine needs to be shut down for protection.
In practice, there are two possible regions of turbine op-
eration, namely the high- and low-speed regions. High-speed
operation (III) is frequently bounded by the speed limit of the
machine. Conversely, regulation in the low-speed region (II) is
usually not restricted by speed constraints. However, the system
has nonlinear nonminimum phase dynamics in this region.
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Fig. 6. Optimal efficiency loci depicting the different regions of turbine
control.
This adverse behavior is an obstacle to perform the regulation
task [11].
A common practice in addressing the control problem of wind
turbines is to use a linearization approach. However, due to the
stochastic operating conditions and the inevitable uncertainties
inherent in the system, such control methods come at the price
of poor system performance and low reliability [6]. Hence the
need for nonlinear and robust control to take into account these
control problems [13].
B. The Proposed Control Strategy
The proposed generator power control strategy that takes into
account the previously discussed problems is as shown in Fig. 7.
This strategy is based on a dynamic robust sliding mode con-
troller. Indeed, sliding mode control is one of the effective non-
linear robust control approaches since it provides system dy-
namics with an invariant property to uncertainties once these
are controlled in the sliding mode [14]. Moreover, it is easy to
implement. For wind turbine control, sliding mode should pro-
vide a suitable compromise between conversion efficiency and
torque oscillation smoothing [15]–[19].
As shown, the power reference Pref is generated by a maxi-
mum power point tracking (MPPT) algorithm that searches for
the peak power on the power–speed curve [20]–[22].
The adopted dynamic sliding mode scheme uses an adaptive
gain that increases as long as the power tracking error is not
equal to zero.
Let us consider the tracking error
εp = Pref − Pg . (12)
It follows that
ε˙p = P˙ref − Tg ω˙r − T˙gωr . (13)





Fig. 7. Proposed control scheme.
with B˙ = |εp | and λ > 0, then we obtain
ε˙p = P˙ref − Tg ω˙r − (B(t) + λ)sgn(εp). (15)
Now, if we suppose
d = P˙ref − Tg ω˙r (16)
as a perturbation that satisfies
|d| < B1
where B1 is a positive unknown constant. Then, we can write
ε˙p = −(B(t) + λ)sgn(εp) + d. (17)
In order to prove the stability of our controller, let us consider







(B −B1)2 . (18)
It is not difficult to see that its time derivative well satisfies
.
V ≤ −λ |ε| . (19)
From this, and based on the LaSalle theorem, we can conclude
that the tracking error converges asymptotically to zero [23].
In order to avoid the chattering phenomena introduced by the




where a0 is a small positive constant. A practical consequence
of this approximation is that no chattering will be produced
in the generated torque. This will avoid increased mechanical
stress due to strong torque variations.
In practice, it is sometime preferable to operate the wind
turbine at an efficiency a bit lower than the maximum, with the
aim of keeping an energy buffer for grid frequency control to
face sudden consumption changes [20], [24]. This issue has,
therefore, been adopted in our case leading to
Pref = 0.9Toptωopt (20)
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TABLE I
WIND TURBINE CHARACTERISTICS
Fig. 8. Steady-state power curves [8].
for weak wind velocities (region II). The generator optimal
torque and speed are given by

Topt = 12 πρR








Numerical simulations, using the [25] have been carried out
on the NREL WP 1.5-MW wind turbine whose ratings are sum-
marized in Table I [26]. The proposed strategy has been im-
plemented using the available blocks from the Wind Turbine
Blockset.
Fig. 8 is then given to illustrate the chosen 1.5-MW wind
turbine steady-state power curves at a rated wind speed of about
14 m/s (Cpmax = 0.412 [12].
The simulations of wind inflow for region II consist of 200
s data set of full-field turbulent wind that was generated using
the Class A Kaimal turbulence spectra. It has a mean value of
9 m/s [27].
A. Comparison to Standard Control in Region II
The proposed control strategy is compared to the standard
one in region II (Fig. 8). The obtained results are illustrated in
Fig. 10, which obviously shows that the proposed sliding mode
approach combined with an MPPT increases power capture in
region II. Indeed, with the standard control, a turbine with high
rotor inertia spends much of its region II operational times trying
to regain the optimal speed ratio lost due to wing gusts and lulls.
Moreover, it should be mentioned that the dynamic character-
istics improvement brought by the proposed control approach
Fig. 9. Wind speed profile for region II.
Fig. 10. Generated power: Standard control (lower curve) and sliding mode
control (upper curve).
Fig. 11. Generator torque: Standard control (upper curve) and sliding mode
control (lower curve).
is as illustrated in Fig. 11. Indeed, slightly lower mechanical
stresses are observed.
B. Comparison to Standard Control in Region III
The distinct region II and region III control objectives lead to
many turbines using separate control strategies in region II and
region III.
In many turbines, the strategy is as simple as switching from
one controller to the other (e.g., constant-pitch, generator torque
control in region II to constant torque, variable pitch control in
region III). The transition between controllers can cause signif-
icant loading on the turbine mechanical and electrical compo-
nents, with overspeed and overpower transients commonly seen
in the industry [28], [29]. In [12], both the pitch and genera-
tor torque control are technically “active” at all times, though
they are designed so that the pitch reaches its constant saturated
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Fig. 12. Wind speed profile for region III.
Fig. 13. Generated power: Standard control (lower curve) and sliding mode
control (upper curve).
Fig. 14. Generator torque: Standard control (upper curve) and sliding mode
control (lower curve).
value in region II, and the generator torque reaches its constant
saturated value in region III.
In region III, standard control depowers the wind turbine by
changing blade pitch while the turbine speed is kept constant.
The proposed dynamic sliding mode control should be active
at all times and will avoid mechanical complexity due to pitch
control. Nevertheless, in case of high-wind speed, the turbine
must be mechanically or aerodynamically braked. Hence, a part
of the energy excess is temporarily stored as kinetic energy,
which is useful when wind speed decreases.
The obtained results for wind shown in Fig. 12 are illustrated
in Figs. 13 and 14. The same tendencies are achieved. These
results again point out the superiority of the proposed power
control strategy.
V. VALIDATION RESULTS
To confirm the encouraging simulation results, the proposed
sliding mode power regulation strategy has been tested for val-
idation using the NREL FAST code.
Fig. 15. FAST wind turbine block.
The FAST code is a comprehensive aeroelastic simulator ca-
pable of predicting both the extreme and fatigue loads of two-
and three-bladed horizontal-axis wind turbines [30]. This sim-
ulator has been chosen for validation because in 2005, it was
evaluated by Germanischer Lloyd WindEnergie and found suit-
able for the calculation of onshore wind turbine loads for design
and certification [31]. Indeed, it is proven that the structural
model of FAST is of higher fidelity than other codes. Therefore,
this code has been chosen to validate the proposed sliding mode
control approach that was checked by simulation with a simple
wind turbine model [7], [8], [12].
A. FAST Briefly and Implementation
During time-marching analysis, the FAST makes it possible to
control the turbine and model-specific conditions in many ways.
Five basic methods of control are available: pitching the blades,
controlling the generator torque, applying the HSS brake, de-
ploying the tip brakes, and yawing the nacelle. The simpler
methods of controlling the turbine require nothing more than
setting some of the appropriate input parameters in the turbine
control section of the primary input file. Methods of control that
are more complicated (that is our case) require writing specific
routines, compiling them, and linking them with the rest of the
program [32].
An interface has also been developed between the FAST and
the Simulink with Matlab enabling users to implement advanced
turbine controls in Simulink convenient block diagram form.
The FAST subroutines have been linked with a Matlab stan-
dard gateway subroutine in order to use the FAST equations of
motion in an S-Function that can be incorporated in a Simulink
model. This introduces tremendous flexibility in wind turbine
controls implementation during simulation. Generator torque
control, nacelle yaw control, and pitch control modules can
be designed in the Simulink environment and simulated while
making use of the complete nonlinear aeroelastic wind turbine
equations of motion available in FAST.
The wind turbine block, as shown in Fig. 15, contains the S-
Function block with the FAST motion equations. It also contains
blocks that integrate the degree of freedom accelerations to get
velocities and displacements. Thus, the equations of motion are
formulated in the FAST S-Function but solved using one of
the Simulink solvers. The Simulink model should appear as in
Fig. 16 next.
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Fig. 16. Simulink model.
Fig. 17. Wind speed profile.
Fig. 18. Generated power (rising) and its MPPT reference.
B. Validation Results
The sliding mode control strategy combined to an MPPT
has been validated on the same simulated WP 1.5-MW wind
turbine. The main objective using the FAST is now to test power
tracking and regulation performances particularly in region III.
The proposed control strategy is also compared to the standard
one.
Validation tests were performed using the FAST wind data
shown in Fig. 17. The obtained performances are shown to be
as expected: very good power tracking and regulation with fast
convergence (Fig. 18). Validations also confirm the superior-
ity of the sliding mode control strategy over the standard one
(Fig. 19). Moreover, the dynamic characteristics improvement
brought are also confirmed (Fig. 20). As expected the torque
generator remains smooth. These result in the reduction of the
drive train mechanical stresses and output power fluctuations
(Fig. 19).
VI. CONCLUSION
This paper dealt with the problem of controlling power gener-
ation in variable-speed wind turbines. For that purpose, a sliding
mode control strategy was proposed to ensure stability in both
Fig. 19. Generated power: Standard control (oscillating curve) and sliding
mode control (continuous curve).
Fig. 20. Generator torque: Standard control (upper curve) and sliding mode
control (lower curve).
operation regions and to impose the ideal feedback control so-
lution despite model uncertainties. The proposed sliding mode
control strategy presents attractive features such as robustness
to parametric uncertainties of the turbine and the generator as
well as to electric grid disturbances.
The proposed sliding mode control approach has been sim-
ulated on a 1.5-MW three-blade wind turbine to evaluate its
consistency and performance. Then, it has been validated using
the NREL wind turbine simulator FAST.
Both simulation and validation results show that the proposed
control strategy is effective in terms of power capture and reg-
ulation. Dynamic characteristics are also improved; resulting in
the reduction of the drive train mechanical stresses and output
power fluctuations
The main advantages of the proposed sliding mode power
control strategy, according to the available literature [7], [8],
[12], [15], [17] are: simplicity and robustness against parameter
uncertainties and modeling inaccuracies; providing a suitable
compromise between conversion efficiency and drive train me-
chanical stresses; and being active in all operating regions thus
avoiding mechanical complexity due to pitch control in region
III.
The states of the system (variable-speed wind turbine) were
supposed available. The next step of this work is to extend
the control to the case of unmeasured states by combining the
sliding mode controller to a nonlinear observer.
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